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Installation
Cable Mount
1. Attach steel cables (provided) to each end of the fixture, as shown. Hang from the ceiling using appropriate hardware 

supplied by others. (Fig. 1)

2. Plug the power cord into a 120VAC outlet.

3. Adjust the height of the fixture using the cable adjusters by depressing the plunger pin and adjusting the cable length.  
Be sure that the fixture is level with the ground.

Troubleshooting
If the fixture does not operate correctly:
1. Check incoming voltage to the LED driver(s); voltage must be per fixture label.

2. If all LEDs do not illuminate, the driver(s) may be disconnected. Ensure driver(s) are secure. If secure, use a multimeter 
to check the voltages at the output. If low or no voltage, consult the factory.

3. If some, but not all LEDs are illuminated, consult the factory for additional technical support.
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